
********************************************************************************
07 May 2014 (1215-0015 UT) OPERATOR: mcb
WEATHER INFO: Winds-> 3.6 mph @ 186, 5.2 C, 99.5% RH, 602.9 Torr, mostly clear

 ARO 12-Meter Recommissioning:

 1.  Tom, Nick, Kevin, Mike, Sean, Bob and Martin are on site.

 2.  We got 13 gals of unleaded gas from up top and refueled the manlift.

 3.  Sean made final preparations to the HVAC outdoor unit for installation
     and we removed the platform railing.  We lifted the HVAC unit into place
     on the platform using the forklift and reinstalled the railing.

 4.  We ran cables out of pedestal hole 11, through an elephant-trunk conduit
     and up to the under-platform cable tray--and we connected both ends of
     the conduit (between hole 11 and the cable tray).

 5.  Sean began prepping the left-side yoke for installing mounting hardware
     for the HVAC lines.

 6.  We brought 3 surface panels over from the lab.

********************************************************************************
07 May 2014 (0015-1215 UT) OPERATOR:
WEATHER INFO: Winds-> 14.1 mph @ 321, 16.5 C, 31.2% RH, 607.3 Torr


